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This should be noted somehow that it was installed in conjunction with this project.
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Are these dimension before or after the large rip-rap is installed?
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Rip-rap sizing
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24' minimum width
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The drainage study shows a 2500 CF detention pond here.
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The drainage study shows a detention pond here.
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The drainage study shows a detention pond here.
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The drainage study shows a check dam here, and all the ones above are missing from the drawings as well.
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Where are the calculations that address this retention basin?
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It looks like this pipe might extend out past the 10' PUE.
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24' minimum width per county standards.
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