
WHOLE-BUILDING VENTILATION REQUIREMENTS (FROM ASHRAE 62.2) 

(Eq. 4.1a) Q

fan

 = 0.03A

floor

 + 7.5(N
br

 + 1) 

Where: 

A

floor

 = conditioned floor area, ft

2

N

br

 = number of bedrooms; not to be less than 

one 

Q

fan

 = ventilation air requirement = fan flow rate, 

(cfm) 

Eq 4.1a Calculation: 

A

floor

 =  

N

br

 =  

Q

fan

 =  

4,885
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