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Weber County Planning Commission
2380 Washington Blvd.
Ogden, UT 84401

Preliminary Subdivision Determination
Sunshine Valley Estates, 9 lots
Parcel #

Soil# 14658

Gentlemen:

The soil and percolation information for the above-referenced subdivision has been reviewed. Culinary water will
be provided by Individual private wells. The placement of the wells arc critical so as to provide the required
100 foot protection zone. The well will need to be dug, tested and the water supply approved prior to issuance
of a wastewater disposal permit.

DESIGN REQUIREMENTS

Loth Anticipated ground water tables not to exceed 24 inches (based on FEMA flood zone overall covering the
majority of this lot), and soil classified as Type 1, fall within the range of acceptability for the utilization of a
Packed Bed Media Treatment Svstem as a means of wastewater disposal followed by a conventional trench with
a maximum trench depth limited to I2inches. The absorption system is to be designed using a maximum loading
rate of 0.9gal/sq. ft. /day as required for a coarse loamy sand, single grained structure soil horizon.

Lots 2-4: Anticipated ground water tables not to exceed 30 inches, and soil classified as Type 1, fall within the
range of acceptability for the utilization of a Packed Bed Media Treatment System as a means of wastewater
disposal followed by a conventional trench with a maximum trench depth limited to 18 inches. The absorption
system is to be designed using a maximum loading rate of 0.9gal/sq. If. /day as required for a coarse loamy sand,
single grained structure soil horizon.

Lots 5 & 7: Anticipated ground water tables not to exceed 30 inches, and soils classified as Type 3 and Type 4
cbsei-ved to a depth of 48 inches but not to a depth of 60 inches plus, fall within the range of acceptability for the
utilization of an At-Grade wastewater system_as a means of wastewater disposal with a maximum trench depth
limited to 0 inches. The absorption system is to be designed using a maximum loading rate of 0.65 ga!/sq. ft.
/day as required for the sandy loam, granular structure soil horizon.

Lots 6&8: Anticipated gi'ound water tables not to exceed 30 inches, and soils classified as Type 3 and Type 4
observed to a depth of 48 inches but not to a depth of 60 inches plus, fall witliin the range of acceptability for the
utilization of an a Mound Wastewater Disposal System as a means of wastewater disposal. Maximum trench
depth is limited to 18 inches. The absorption system is to be designed using a maximum loading rate of 0.4 gal/sq.
ft. /day as required for a clay loam, gi'anular-massive structure soil horizon.

Lot 9: Anticipated ground water tables not to exceed 30 inches, and soil classified as Type 1, fall within the range
of acceptability for the utilization of a Packed Bed Media Treatment Svstem as a means of wastewater disposal
followed by a conventional trench with a maximum trench depth limited to 18 inches. The absorption system is
to be designed using a maximum loading rate of 0.9gal/sq. ft. /day as required for a coarse loamy sand, single
grained sti-iicture soil horizon.

The acceptable onsite wastewater system type for lots 1 -4 &9 are based on the consistent classification of the soils
found on these lots as being a TYPE 1 soil, highly permeable soil with limited ability to renovate wastewater
effluent, as classified in the Utah Administrative Code Onsite Wastewater Systems R317-4 Table 6 Minimum
Hydraulic Loading Rates for Soil Classification, and the submission of varying percolation rates, including rates
as low as 1.3 minute per Inch which exceed the acceptable range for utilization of a conventional onsite
wastewater system ia tlie Upper Ogden I I
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