
Intermountain Testing Services, Inc. 
 

AWS / CWI STEEL SPECIAL INSPECTION REPORT 
 

Date: Lab No.: 

Customer: Inspector: 

Project: Project #: 

Contractor: Page of 

Subcontractor: 

 
Inspection Locations: 

 

ALL WORK DOES            DOES NOT            COMPLY WITH CODE & SPECIFICATION 

DISCREPANCY NOTED          RFI/RFC PENDING 

 
To the best of our knowledge, the above noted work requiring special inspection was         was not         in general conformance 
with the approved plans and specifications and the applicable workmanship provisions of the UBC, IBC or AWS Specifications. 
 
Inspector Signature:  _______________________________________________ Date: ______________________ 
 

 


	AWS / CWI STEEL SPECIAL INSPECTION REPORT
	Date: Lab No.:


	Date: 06/13/2022
	Customer: Terra Form
	Inspector: Shawn Bridwell
	Project: Commercial Building 4770 E, 2650 N, Eden, UT.
	Contractor: Terra Form
	Page: 1
	of: 1
	Subcontractor: 
	Date_2: 06/13/2022
	Work: Does
	Inspection: Was
	Discrepancy: Off
	RFI: Off
	Inspection Locations: Bolt inspection for Commercial Building 4770 E, 2650 N, Eden, UT.Rigid frame connections with A325 high strength bolts requiring pretensioning verification onRoof rafter beam to columns and rafter to rafter and at the at the peak and moment frames. A325 high strength bolts have been installed as per plans at all rigid frame connections.SNUG-TIGHT condition has been verified and match marks have been done.Steel erector has completed tightening bolts an additional 1/3 turn past SNUG-TIGHT.Column anchor bolts are SNUG-TIGHT as per plans. All work appeared to be in conformance with approved plans, RCSC, AISC standards. Final bolt inspection. 
	Number: 17915


