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EXISTING FENCE
(TO BE REMOVED)
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FF = 4238.50

39.31 TBC/FL

DRAINAGE
SWALE

DRAINAGE
SWALE

FF = 4241.00

DETENTION POND
BERM EL 4237.45

HW EL 4236.95
BOT 4234.95

REQ. VOL =3,115 CF
PROV. VOL = 15,514 CF

(GROUND WATER = 33.7±)

LIMITS OF GRADING

LIMITS OF GRADING

FF = 4237.70

5' WIDE BERM
BERM EL 4237.45

FILL AS REQUIRED FOR SMOOTH TRANSITION
TO TOP OF DETENTION POND BERM
MIN. BERM EL 4237.45
COORDINATE WITH SCHOOL CONTRACTOR

10' LONG X 5'
WIDE OVERFLOW

EL. 4236.95

TRANSITION
GRADES 3:1 MAX
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EXISTING SEWER MANHOLE
RIM 4238.69
EX. INV. 18" MP (W) 4233.14
EX. INV. 30" (E) 4233.04
NEW INV. 6" (N) 4234.04

SS CLEANOUT
RIM 4237.78
INV 4235.03

FF = 4238.50

EXISTING SEWER MANHOLE
RIM 4240.08
(LID STUCK SHUT)EXISTING IRR BOX

GRATE: 4238.63
INV. 18" (E): 4234.13

EX. CLEANOUT
RIM 4241.52

EX. PUMP
FG 4240.14

NEW 1.5-INCH WATER METER

SAWCUT AND PATCH
PAVEMENT FOR UTILITY

SERVICE LATERAL CONNECTIONS

HOT TAP
TO CONNECT

TO EXISTING 8" WATERLINE

EX. 10" HOOPER IRRIGATION
SECONDARY WATER
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EX. LIGHT
(TO REMAIN)

EX. LIGHT
(TO REMAIN)

EX. LIGHT
(TO REMAIN)

VERIFY CLEARANCE OVER SECONDARY WATER LINE
(LOOP SECONDARY WATERLINE AS REQUIRED PER
HOOPER IRRIGATION STANDARDS)

EX. STORM DRAIN
(PER PLANS BY OTHERS)
(RIM 4237.53)
(INV OUT 4234.17)

EX. SECTION LINE

SS CLEANOUT

HIGH WATER EL. 4236.95
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 S

ER
VI

C
E 

LA
TE

R
AL

NEW FIRE
HYDRANT

IRR STRUCTURE
(PER PLANS BY OTHERS)

RIM 4238.96
INV  4235.86 (N 18")

EXISTING IRR MH
RIM 4239.20
INV. 4235.89

EXISTING IRR MH
RIM 4239.20
INV. 4235.91

EXISTING IRR MH
RIM 4239.20
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PRESSURIZED SEWER

EXISTING SDMH
RIM 4237.96
INV. 4233.36

EXISTING SDCB
RIM 4237.57
INV. 4232.85

DETENTION POND
BERM EL 4237.95

HW EL 4236.95
BOT 4235.24

REQ. VOL = 2,772 CF
PROV. VOL = 15,486 CF

(GROUND WATER = 33.7±)

254 LF 6" PVC
S=0.50%

SEE PLUMBING PLANS
FOR CONTINUATION

SS INV.  4234.29
SD INV. 4233.12

EXISTING SEWER MANHOLE
RIM 4240.03
EX. INV. (W) 4232.63
EX. INV. (N, E) 4231.88

EX. 30" RCP SS (@ S=0.14%)

CONNECT TO EX. SEWER MANHOLE
PER CENTRAL WEBER SEWER DISTRICT STANDARDS

TOP 18" RCP 4236.57
INV 18" RCP 4234.86
BOT PIPE 4234.65

TOP 6" PVC 4234.61
INV 6" PVC 4234.09

SS CLEANOUT

SS CLEANOUT

8"  PVC

LOOP WATERLINES
(AS REQUIRED UNDER EX.

GRAVITY UTILITIES)

EX. 12" CMP INV. 4236.10
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FABRIC FILTER
UNDER GRATE

FILTER BAG FILLED
WITH 1/4" GRAVEL
OR WADDLE

EROSION CONTROL NOTES:
1. SANDBAGS WILL BE PLACED AT DISCHARGE LOCATIONS TO CONTAIN AND DIVERT
STORM WATER THROUGH THE INLET PROTECTION.

2. AN EARTHEN BERM 6" HIGH WILL BE CONSTRUCTED TO CONTAIN THE STORM WATER
AND DIVERT IT TO DISCHARGE AREAS.

3. STORM WATER WILL BE DISCHARGED INTO AN EXISTING DRAINAGE SYSTEM.  EXISTING
LINES SHALL BE INSPECTED PRIOR TO CERTIFICATE OF OCCUPANCY AND CLEANED IF

NECESSARY.

4. THE STORM WATER POLLUTION PREVENTION PLAN SHALL CONFORM TO ALL STATE
DIVISION OF ENVIRONMENTAL PROTECTION REGULATIONS.

ENTRANCE STABILIZATION NOTES:
1. SEDIMENTS AND OTHER MATERIALS SHALL NOT BE TRACKED FROM THE SITE BY

VEHICLE TRAFFIC.  THE CONSTRUCTION ENTRANCE ROADWAYS SHALL BE STABILIZED
SO AS TO PREVENT SEDIMENTS FROM BEING DEPOSITED INTO THE STORM DRAIN
SYSTEMS.  DEPOSITIONS MUST BE SWEPT UP IMMEDIATELY AND MAY NOT BE WASHED
DOWN BY RAIN OR OTHER MEANS INTO THE STORM DRAIN SYSTEM.

2. STABILIZED CONSTRUCTION ENTRANCE SHALL BE:
a. LOCATED AT ANY POINT WHERE TRAFFIC WILL BE ENTERING OR LEAVING A

CONSTRUCTION SITE TO OR FROM A PUBLIC RIGHT-OF-WAY, STREET, ALLEY AND
SIDEWALK OR PARKING AREA.
b. A SERIES OF STEEL PLATES WITH "RUMBLE STRIPS", AND/OR MIN. 3" COARSE

AGGREGATE WITH LENGTH, WIDTH AND THICKNESS AS NEEDED TO ADEQUATELY
PREVENT ANY TRACKING ONTO PAVED SURFACES.
3. ADDING A WASH RACK WITH A SEDIMENT TRAP LARGE ENOUGH TO COLLECT ALL WASH

WATER CAN GREATLY IMPROVE EFFICIENCY.
4. ALL VEHICLES ACCESSING THE CONSTRUCTION SITE SHALL UTILIZE THE STABILIZED

CONSTRUCTION ENTRANCE SITES.

LENGTH AS NEEDED TO
PREVENT TRACKING

HARD SURFACE

PUBLIC ROAD

A SERIES OF STEEL PLATES (3 OR MORE) WITH RUMBLE
STRIPS OR MIN. 3" COARSE AGGREGATE.

STREET MAINTENANCE NOTES:
1. REMOVE ALL SEDIMENT DEPOSITED ON PAVED ROADWAYS IMMEDIATELY.
2. SWEEP PAVED AREAS THAT RECEIVE CONSTRUCTION TRAFFIC WHENEVER SEDIMENT

BECOMES VISIBLE.
3. PAVEMENT WASHING WITH WATER IS PROHIBITED IF IT RESULTS IN A  DISCHARGE TO

THE STORM DRAIN SYSTEM.

NOTE:
CONTRACTOR SHALL COMPLETE AND SUBMIT A STATE NOTICE OF INTENT (NOI) AND A
STORM WATER POLLUTION PREVENTION PLAN BOOKLET

UNDER-SEAL GASKET

FILTER HEIGHT - 2"

INSTALLATION NOTES
1. PLACEMENT:  PLACE CG TIGHTLY AGAINST CURB

OPENING AND COVER ENTIRE GRATE. CG SHOULD
EXTEND AT LEAST 2 INCHES PAST GRATE TOWARDS
STREET.

2. OVERLAP FOR LONG OPENINGS:  OVERLAP CG UNITS
AT LONGER OPENINGS.

3. ANCHOR:  ANCHOR CG SO THAT WATER CANNOT
FLOW BEHIND IT.

4. ALTERNATE ANCHOR METHODS:  A) INSTALL GRAVEL
BAGS AT EACH SIDE OF CG - HALF-ON AND HALF-OFF
THE EDGES.   USE HALF-FILLED GRAVEL BAGS (15 OR
20 LBS). ROUND ROCK IS RECOMMENDED. OR  B)
ATTACH WITH 16 GAUGE TIE-WIRE. CUT WIRE TO 18”
LENGTH. AT EACH CORNER OF CG, FEED ONE END OF
WIRE DOWN THROUGH CG, AROUND GRATE BAR, AND
BACK UP THRU CG. ABOVE GROUND, TWIST WIRES
SEVERAL TIMES, CUT-OFF EXCESS. OR C) FASTEN
WITH CONCRETE ANCHORS/NAILS AT THE OUTSIDE
EDGES OF CG.

ANCHOR ALTERNATIVES:
SEE NOTES

425µ FILTER

Protected drainage inlet
ERTEC®  Combo Guardä

Scale: NTS
INLET PROTECTION - OPTION 11A

Scale: NTS
INLET PROTECTION - OPTION 21B

8" MIN.

16" MIN.

GROUND LEVEL

10' MAX. CENTER TO CENTER
FRONT VIEW

SIDE VIEW

FLOW

WOOD STAKE (MIN. 36")

UNDISTURBED GROUND

EMBED FILTER CLOTH A
MINIMUM OF 8" BELOW
GRADE.

STAKE SHOULD BE BURIED A MINIMUM OF 16"
BELOW GRADE.

140X MIRAFI FABRIC OR
APPROVED EQUAL.

140X MIRAFI FABRIC OR APPROVED EQUAL.

WOOD STAKE (MIN. 36") SHOULD BE PLACED ON DOWNHILL SIDE OF
FABRIC.

INLET PROTECTION

SILT FENCE

(EITHER OPTION)

Scale: NTS
SILT FENCE2

PORTABLE TOILET

NOTES:
1. EXCESS AND WASTE CONCRETE SHALL BE DISPOSED OF OFF SITE OR AT
DESIGNATED AREAS ONLY.
2. EXCESS AND WASTE CONCRETE SHALL NOT BE WASHED INTO THE STREET OR
INTO A DRAINAGE SYSTEM.
3. FOR WASHOUT OF CONCRETE AND MORTAR PRODUCTS ONSITE, A DESIGNATED
CONTAINMENT FACILITY OF SUFFICIENT CAPACITY TO RETAIN LIQUID AND SOLID
WASTE SHALL BE PROVIDED.
4. ONSITE CONCRETE WASHOUT CONTAINMENT FACILITY SHALL BE A STEEL BIN OR
APPROVED ALTERNATE. 
5. SLURRY FROM CONCRETE AND ASPHALT SAW CUTTING SHAL BE VACUUMED OR
CONTAINED, DRIED, PICKED UP AND DISPOSED OF PROPERLY.

BERMED CONTAINMENT AREA
STEEL WASHOUT BIN

SLOPE

5' WIDE EARTH BERM
ELEVATION 4237.45

5' WIDE EARTH BERM
ELEVATION 4237.45

STABILIZED
ENTRANCE W/
TRACKING PAD

SWPPP POSTED

CONCRETE
WASHOUT AREA
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