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Existing grade at centerline

Sta 300+20.12 LT 16.64'
Install precast concrete collection vault
See detail
top=4238.66
48" E inv=4229.95
24" W inv=4232.00

Projected High Groundwater Elev=4233.15
Install 4'x4' cast-in-place reinforced concrete box culvert

l=786.4' sl=0.02%
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Sta 300+20.12 LT 16.64'
Install precast concrete collection vault
See detail
top=4237.91
48" E inv=4229.95
24" W inv=4232.00

Install 4'x4' cast-in-place reinforced concrete box culvert
l=786.4' sl=0.02%
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Lync Construction
801-710-2234

Proposed contours

Existing contours

The Geotechnical Report provided by: CMT
Engineering Laboratories (Project No. 10878,
Dated March 7, 2018) has critical information in
regards to this project and must be followed.

CONSTRUCTION NOTES:
1. Construct 1" copper water lateral and meter box (typical).
2. Install 4" pvc sanitary sewer lateral (typical) sl=2% minimum.

3. Double service meter (typical). Install 1-1/2" CTS poly
secondary water lateral.

4. Install service meter (typical).  Install 1-1/2" CTS poly
secondary water lateral.
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Sta 304+79.94 LT 30.84'
Install 4' sanitary sewer manhole
top=4237.83
8" E inv=4232.00

Install 8" sanitary sewer pipe
l=367.40' sl=1.85%

Install 4'x4' cast-in-place reinforced concrete box culvert
l=786.4' sl=0.02%

Projected High Groundwater Elev=4233.15
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Sta 305+58.41 LT 17.67'
Install storm drain catch basin
Connect to 4'x4' box culvert
top=4237.02

Proposed grade at centerline

Existing grade at centerline
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LOT 46 LOT 47LOT 45

Sta 304+79.94 LT 30.84'
Install 4' sanitary sewer manhole

top=4237.83
8" E inv=4232.00

Install 8" sanitary sewer pipe
l=367.40' sl=1.85%Sta 305+54 LT 16'

Install fire hydrant

Install 4'x4' cast-in-place reinforced concrete box culvert
l=786.4' sl=0.02%

Sta 305+58.41 LT 17.67'
Install storm drain catch basin
Connect to 4'x4' box culvert
top=4237.02

0.51% 0.52%
tbc=4238.48 tbc=4238.22 tbc=4237.96

tbc=4237.70

tbc=4237.47 tbc=4237.61 tbc=4237.86 tbc=4238.03
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Approved for Construction
______________________
Weber City Engineer
Date: _________________
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Pat Burns
Lync Construction
801-710-2234

Proposed
contoursExisting contours

The Geotechnical Report provided by: CMT
Engineering Laboratories (Project No. 10878,
Dated March 7, 2018) has critical information in
regards to this project and must be followed.

CONSTRUCTION NOTES:
1. Construct 1" copper water lateral and meter box (typical).
2. Install 4" pvc sanitary sewer lateral (typical) sl=2% minimum.

3. Double service meter (typical). Install 1-1/2" CTS poly
secondary water lateral.

4. Install service meter (typical).  Install 1-1/2" CTS poly
secondary water lateral.
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307+00 308+00 309+00 310+00 310+75

Sta 308+51.83 LT 31.23' Install 5' sanitary sewer manhole
top=4237.47
8" W inv=4225.19
12" N inv=4225.29
8" E inv=4225.19
12" S inv=4225.19

Install 8" sanitary sewer pipe
l=150.02' sl=2.79%

Sta 310+06.33 LT 30.61'
Install 4' sanitary sewer manhole
top=4238.65
8" W inv=4229.37
8" E inv=4229.47

Existing grade at centerline

Install 8" sanitary sewer pipel=367.40' sl=1.85%

Install 4'x4' cast-in-place reinforced concrete box culvert
l=503.3' sl=0.02%

Install 4'x4' cast-in-place reinforced concrete box culvert
l=786.4' sl=0.02%

Projected High Groundwater Elev=4233.15

Sta 308+10.52 LT 16.49'
Install precast concrete vault

top=4237.27
48" W inv=4230.08
18" N inv=4232.05
48" E inv=4230.08
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Sta 307+81.33 LT 17.72'
Install storm drain catch basin

Connect to 4'x4' box culvert
top=4237.14
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LOT 49

Sta 308+43.04 RT 23.36'
Connect sanitary sewer manhole
top=4238.26
12" N inv=4225.00

Sta 308+51.83 LT 31.23'
Install 5' sanitary sewer manhole
top=4237.47
8" W inv=4225.19
12" N inv=4225.29
8" E inv=4225.19
12" S inv=4225.19

Sta 310+06.33 LT 30.61'
Install 4' sanitary sewer manhole

top=4238.65
8" W inv=4229.37
8" E inv=4229.47

Install 12" sanitary
sewer pipe

l=307.21' sl=0.21%

Install 8" sanitary sewer pipe
l=150.02' sl=2.79%

Install 12" sanitary sewer pipe
l=50.29' sl=0.37%

Install 4'x4' cast-in-place reinforced concrete box culvert
l=503.3' sl=0.02%

Install 4'x4' cast-in-place
reinforced concrete box culvert

l=786.4' sl=0.02%

0.61% 0.50%
tbc=4237.86 tbc=4238.03 tbc=4237.73

tbc=4237.60 tbc=4237.84 tbc=4238.09 tbc=4238.34
tbc=4238.56 tbc=4238.35

Install 18" RCP Class III storm drain pipe l=23.1' sl=0.53%
Sta 308+10.52 LT 16.49'

Install precast concrete collection vault
See detail

top=4237.27
48" W inv=4230.08
18" N inv=4232.05
48" E inv=4230.08

tbc=4238.10
tbc=4238.13 tbc=4238.53

Sta 310+08
Highpoint tbc=4238.55

Sta 310+08
Highpoint tbc=4238.64

Sta 307+32
Highpoint tbc=4237.87

Sta 307+32
Highpoint tbc=4238.17

0.50% 0.50%

Sta 307+81.33 LT 17.72'
Install storm drain catch basin

Connect to 4'x4' box culvert
top=4237.14
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______________________
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Date: _________________
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Proposed contours

Existing contours

The Geotechnical Report provided by: CMT
Engineering Laboratories (Project No. 10878,
Dated March 7, 2018) has critical information in
regards to this project and must be followed.

CONSTRUCTION NOTES:
1. Construct 1" copper water lateral and meter box (typical).
2. Install 4" pvc sanitary sewer lateral (typical) sl=2% minimum.

3. Double service meter (typical). Install 1-1/2" CTS poly
secondary water lateral.

4. Install service meter (typical).  Install 1-1/2" CTS poly
secondary water lateral.
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311+00 312+00 313+00 314+00 314+25

Install 8" sanitary sewer pipe
l=307.25' sl=0.50%

Sta 313+17.58 LT 31.40'
Install 4' sanitary sewer manhole

top=4238.26
8" W inv=4231.00

Existing grade at centerline

Install 4'x4' cast-in-place reinforced concrete box culvert
l=503.3' sl=0.02%

Sta 313+17.86 LT 17.24'
Install precast concrete collection vault
See detail
top=4238.26
48" W inv=4230.16
24" E inv=4232.56

Projected High Groundwater Elev=4233.15
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Sta 310+60.42 LT 17.64'
Install storm drain catch basin
Connect to 4'x4' box culvert
top=4237.89

Proposed grade at centerline
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LOT 55LOT 54LOT 53LOT 52LOT 51

Sta 313+17.58 LT 31.40'
Install 4' sanitary sewer manhole

top=4238.26
8" W inv=4231.00

Install 8" sanitary sewer pipe
l=307.25' sl=0.50%

Sta 312+57 LT 22'
Install fire hydrant

Sta 313+17.86 LT 17.24'
Install precast concrete collection vault
See detail
top=4238.26
48" W inv=4230.16
24" E inv=4232.56

Install 4'x4' cast-in-place reinforced concrete box culvert
l=503.3' sl=0.02%

Sta 310+60.42 LT 17.64'
Install storm drain catch basin
Connect to 4'x4' box culvert
top=4237.89

0.50%tbc=4238.35
tbc=4238.45 tbc=4238.94

tbc=4238.98 tbc=4238.76

tbc=4238.70

tbc=4238.53

tbc=4238.33

tbc=4238.81

Sta 312+32
Highpoint tbc=4239.02

Sta 312+32
Highpoint tbc=4239.00

0.50%
0.50%
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Proposed contours

Existing contours

The Geotechnical Report provided by: CMT
Engineering Laboratories (Project No. 10878,
Dated March 7, 2018) has critical information in
regards to this project and must be followed.

CONSTRUCTION NOTES:
1. Construct 1" copper water lateral and meter box (typical).
2. Install 4" pvc sanitary sewer lateral (typical) sl=2% minimum.

3. Double service meter (typical). Install 1-1/2" CTS poly
secondary water lateral.

4. Install service meter (typical).  Install 1-1/2" CTS poly
secondary water lateral.
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