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119#
55#

SEWER LIFT #2

FUTURE
SEWER LIFT #1

PROPOSED SEWER LIFT STATION

SEWER TREATMENT PLANT AREA

NEW 8"

SEWER IMPROVEMENTS
PHASE 1
· GRAVITY SEWER
· LOW PRESSURE SEWER
· SEWER TREATMENT PLANT
PHASE 2
· LOW PRESSURE SEWER
· 1 SEWER LIFT STATION WITH HIGH PRESSURE SEWER

CULINARY WATER IMPROVMENTS
PHASE 1
· 250 K GALLON WATER TANK
· 4"/8" WATER MAIN
· PRESSURE REDUCING /PRESSURE SUSTAINING/ALTITUDE

CONTROL STATION
· 2 - PRESSURE REDUCING VALVES
PHASE 2
· 8" WATER MAIN
· 2 - PRESSURE REDUCING VALVES
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NOTE:
1. DETENTION CALCS ARE FOR THE 10 YR STORM WITH
A RELEASE RATE OF 0.1 CFS/SCRE

2. ALL LOTS ARE REQUIRED TO PROVIDE THEIR OWN
DETENTION TO CONTROL RUNOFF.

3. STORM WATER RUN OFF FROM ROAD RIGHT OF WAY
TO BE DETAINED BY PROJECT IMPROVEMENTS.
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EROSION CONTROL NOTES:
1. SANDBAGS WILL BE PLACED AT DISCHARGE LOCATIONS TO CONTAIN AND DIVERT
STORM WATER THROUGH THE INLET PROTECTION.

2. AN EARTHEN BERM 6" HIGH WILL BE CONSTRUCTED TO CONTAIN THE STORM WATER
AND DIVERT IT TO DISCHARGE AREAS.

3. STORM WATER WILL BE DISCHARGED INTO AN EXISTING DRAINAGE SYSTEM.  EXISTING
LINES SHALL BE INSPECTED PRIOR TO CERTIFICATE OF OCCUPANCY AND CLEANED IF

NECESSARY.

4. THE STORM WATER POLLUTION PREVENTION PLAN SHALL CONFORM TO ALL STATE
DIVISION OF ENVIRONMENTAL PROTECTION REGULATIONS.

ENTRANCE STABILIZATION NOTES:
1. SEDIMENTS AND OTHER MATERIALS SHALL NOT BE TRACKED FROM THE SITE BY

VEHICLE TRAFFIC.  THE CONSTRUCTION ENTRANCE ROADWAYS SHALL BE STABILIZED
SO AS TO PREVENT SEDIMENTS FROM BEING DEPOSITED INTO THE STORM DRAIN
SYSTEMS.  DEPOSITIONS MUST BE SWEPT UP IMMEDIATELY AND MAY NOT BE WASHED
DOWN BY RAIN OR OTHER MEANS INTO THE STORM DRAIN SYSTEM.

2. STABILIZED CONSTRUCTION ENTRANCE SHALL BE:
a. LOCATED AT ANY POINT WHERE TRAFFIC WILL BE ENTERING OR LEAVING A

CONSTRUCTION SITE TO OR FROM A PUBLIC RIGHT-OF-WAY, STREET, ALLEY AND
SIDEWALK OR PARKING AREA.
b. A SERIES OF STEEL PLATES WITH "RUMBLE STRIPS", AND/OR MIN. 3" COARSE

AGGREGATE WITH LENGTH, WIDTH AND THICKNESS AS NEEDED TO ADEQUATELY
PREVENT ANY TRACKING ONTO PAVED SURFACES.
3. ADDING A WASH RACK WITH A SEDIMENT TRAP LARGE ENOUGH TO COLLECT ALL WASH

WATER CAN GREATLY IMPROVE EFFICIENCY.
4. ALL VEHICLES ACCESSING THE CONSTRUCTION SITE SHALL UTILIZE THE STABILIZED

CONSTRUCTION ENTRANCE SITES.

LENGTH AS NEEDED TO
PREVENT TRACKING

HARD SURFACE

PUBLIC ROAD

A SERIES OF STEEL PLATES (3 OR MORE) WITH RUMBLE
STRIPS OR MIN. 3" COARSE AGGREGATE.

STREET MAINTENANCE NOTES:
1. REMOVE ALL SEDIMENT DEPOSITED ON PAVED ROADWAYS IMMEDIATELY.
2. SWEEP PAVED AREAS THAT RECEIVE CONSTRUCTION TRAFFIC WHENEVER SEDIMENT

BECOMES VISIBLE.
3. PAVEMENT WASHING WITH WATER IS PROHIBITED IF IT RESULTS IN A  DISCHARGE TO

THE STORM DRAIN SYSTEM.

NOTE:
CONTRACTOR SHALL COMPLETE AND SUBMIT A STATE NOTICE OF INTENT (NOI) AND A
STORM WATER POLLUTION PREVENTION PLAN BOOKLET

8" MIN.

16" MIN.

GROUND LEVEL

10' MAX. CENTER TO CENTER
FRONT VIEW

SIDE VIEW

FLOW

WOOD STAKE (MIN. 36")

UNDISTURBED GROUND

EMBED FILTER CLOTH A
MINIMUM OF 8" BELOW
GRADE.

STAKE SHOULD BE BURIED A MINIMUM OF 16"
BELOW GRADE.

140X MIRAFI FABRIC OR
APPROVED EQUAL.

140X MIRAFI FABRIC OR APPROVED EQUAL.

WOOD STAKE (MIN. 36") SHOULD BE PLACED ON DOWNHILL SIDE OF
FABRIC.

INLET PROTECTION

SILT FENCE

(EITHER OPTION)

Scale: NTS
SILT FENCE2

CONCRETE
WASHOUT AREA

PORTABLE TOILET

SWPPP POSTED

SILT FENCE (TYP.)

NOTES:
1. EXCESS AND WASTE CONCRETE SHALL BE DISPOSED OF OFF SITE OR AT
DESIGNATED AREAS ONLY.
2. EXCESS AND WASTE CONCRETE SHALL NOT BE WASHED INTO THE STREET OR
INTO A DRAINAGE SYSTEM.
3. FOR WASHOUT OF CONCRETE AND MORTAR PRODUCTS ONSITE, A DESIGNATED
CONTAINMENT FACILITY OF SUFFICIENT CAPACITY TO RETAIN LIQUID AND SOLID
WASTE SHALL BE PROVIDED.
4. ONSITE CONCRETE WASHOUT CONTAINMENT FACILITY SHALL BE A STEEL BIN OR
APPROVED ALTERNATE. 
5. SLURRY FROM CONCRETE AND ASPHALT SAW CUTTING SHAL BE VACUUMED OR
CONTAINED, DRIED, PICKED UP AND DISPOSED OF PROPERLY.

BERMED CONTAINMENT AREA
STEEL WASHOUT BIN

SLOPE

TOTAL AREA 629.64 ACRES
TOTAL DISTURBED AREA 32.61 ACRES

DISTURBED AREA

STABILIZED
ENTRANCE W/

TRACKING PAD

STABILIZED
ENTRANCE W/

TRACKING PAD

STABILIZED
ENTRANCE W/

TRACKING PAD
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SSMH9 (4' SSMH)
STA:17+62.31 OFF:0.00
RIM:5458.39
DEPTH:5.39
INV IN:5453.10 8" PVC
INV OUT:5453.00 8" PVC

SSMH10 (4' SSMH)
STA:20+42.43 OFF:0.00
RIM:5431.97
DEPTH:8.60
INV IN:5423.47 8" PVC
INV OUT:5423.37 8" PVC

280.12' of 8" PVC @ 10.54%

186.34' of 8" PVC @ 3.46%

SSMH11 (4' SSMH)
STA:94+80.15 OFF:-10.77L
RIM:5424.27
DEPTH:7.44
INV IN:5416.93 8" PVC
INV OUT:5416.83 8" PVC

 EX Culvert 7
15 inch Concrete Pipe

STA:102+01.03 OFF:-3.25L

INV OUT:5462.84 8" PVC

STA:94+75.94
ELEV:5424.46DITCH POND AREA
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SEE PP10 - ROAD 4
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SSMH42 (4' SSMH)
STA:107+89.70 OFF:-11.05L

RIM:5439.02
DEPTH:10.00

INV IN:5429.12 8" PVC
INV OUT:5429.02 8" PVC

SSMH44 (4' SSMH)
STA:102+01.03 OFF:-3.25L

RIM:5470.90
DEPTH:8.06

INV OUT:5462.84 8" PVC

SSMH43 (4' SSMH)
STA:104+45.97 OFF:-13.13L
RIM:5457.90
DEPTH:8.31
INV IN:5449.69 8" PVC
INV OUT:5449.59 8" PVC
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SSMH19 (4' SSMH)
STA:112+77.39 OFF:-8.32L
RIM:5390.27
DEPTH:8.10
INV IN:5382.27 8" PVC
INV OUT:5382.17 8" PVC240.47' of 8" PVC @ 5.78%

SSMH20 (4' SSMH)
STA:115+90.40 OFF:9.32R
RIM:5358.49
DEPTH:8.10
INV IN:5350.49 8" PVC
INV OUT:5350.39 8" PVC

310.97' of 8" PVC @ 10.19%

SSMH21 (4' SSMH)
STA:118+02.45 OFF:5.27R
RIM:5336.69
DEPTH:8.10
INV IN:5328.69 8" PVC
INV OUT:5328.59 8" PVC

211.52' of 8" PVC @ 10.26%
SSMH22 (4' SSMH)

STA:51+16.23 OFF:0.00
RIM:5312.92
DEPTH:8.10

INV IN:5304.92 8" PVC
INV OUT:5304.82 8" PVC

211.52' of 8" PVC @ 11.19%

186.68' of 8" PVC @ 10.54%

SSMH18 (5' SSMH)
STA:41+41.74 OFF:-0.03L
RIM:5404.40
DEPTH:8.23
INV IN:5396.27 8" PVC
INV IN:5396.27 8" PVC
INV OUT:5396.17 8" PVC

STA:111+15.30
ELEV:5406.87
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SSMH25 (4' SSMH)
STA:59+31.85 OFF:-0.01L
RIM:5202.58
DEPTH:9.20
INV IN:5193.48 8" PVC
INV OUT:5193.38 8" PVC

STRUCTURE - (100) (4' SSMH)
STA:126+44.31 OFF:-26.29L
RIM:5241.27
DEPTH:8.10
INV IN:5233.27 8" PVC
INV OUT:5233.17 8" PVC
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186.68' of 8" PVC @ 10.54%

SSMH23 (4' SSMH)
STA:53+02.91 OFF:0.00

RIM:5293.49
DEPTH:8.44

INV IN:5285.15 8" PVC
INV OUT:5285.05 8" PVC

200.74' of 8" PVC @ 12.17%

218.74' of 8" PVC @ 12.46%
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 EX Culvert 8
18 inch Concrete Pipe

STRUCTURE - (77)
STA:147+89.90 OFF:-22.83L

RIM:5065.01
SUMP:5060.15

INV IN:5060.25 15" Reinforced Concrete Pipe
INV OUT:5060.15 15" Reinforced Concrete Pipe
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STRUCTURE - (102) (4' SSMH)
STA:7+84.27 OFF:0.10R

RIM:5184.67
DEPTH:10.00

INV OUT:5174.67 8" PVC
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SSMH11 (4' SSMH)
STA:94+80.15 OFF:-10.77L
RIM:5424.27
DEPTH:7.44
INV IN:5416.93 8" PVC
INV OUT:5416.83 8" PVC SSMH12 (4' SSMH)

STA:23+94.38 OFF:0.00
RIM:5413.21
DEPTH:6.86
INV IN:5406.45 8" PVC
INV OUT:5406.35 8" PVC

174.10' of 8" PVC @ 5.96%

SSMH13 (4' SSMH)
STA:26+35.67 OFF:0.00
RIM:5415.00
DEPTH:9.72
INV IN:5405.38 8" PVC
INV OUT:5405.28 8" PVC

241.29' of 8" PVC @ 0.40%

SSMH14 (4' SSMH)
STA:29+24.87 OFF:0.00L
RIM:5412.57
DEPTH:8.55
INV IN:5404.12 8" PVC
INV OUT:5404.02 8" PVC

289.20' of 8" PVC @ 0.40%

SSMH15 (4' SSMH)
STA:32+31.53 OFF:0.00
RIM:5410.00
DEPTH:7.92
INV IN:5402.18 8" PVC
INV OUT:5402.08 8" PVC

306.66' of 8" PVC @ 0.60%
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SSMH15 (4' SSMH)
STA:32+31.53 OFF:0.00
RIM:5410.00
DEPTH:7.92
INV IN:5402.18 8" PVC
INV OUT:5402.08 8" PVC

SSMH16 (4' SSMH)
STA:35+48.63 OFF:0.00L

RIM:5408.13
DEPTH:7.42

INV IN:5400.81 8" PVC
INV OUT:5400.71 8" PVC

317.10' of 8" PVC @ 0.40%

SSMH17 (4' SSMH)
STA:37+20.84 OFF:0.00
RIM:5407.96
DEPTH:8.04
INV IN:5400.02 8" PVC
INV OUT:5399.92 8" PVC

172.21' of 8" PVC @ 0.40%

SSMH18 (5' SSMH)
STA:41+41.74 OFF:-0.03L
RIM:5404.40
DEPTH:8.23
INV IN:5396.27 8" PVC
INV IN:5396.27 8" PVC
INV OUT:5396.17 8" PVC

420.90' of 8" PVC @ 0.87%
SSMH19 (4' SSMH)
STA:112+77.39 OFF:-8.32L
RIM:5390.27
DEPTH:8.10
INV IN:5382.27 8" PVC
INV OUT:5382.17 8" PVC240.47' of 8" PVC @ 5.78%
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SSMH30 (4' SSMH)
STA:69+66.39 OFF:0.00
RIM:5097.87
DEPTH:6.59
INV IN:5091.28 8" PVC
INV OUT:5091.39 8" PVC
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INV OUT:5091.92 8" PVC
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SSMH31 (4' SSMH)
STA:73+17.36 OFF:0.00

RIM:5095.00
DEPTH:5.04

INV IN:5090.06 8" PVC
INV OUT:5089.96 8" PVC

SSMH32 (4' SSMH)
STA:78+79.83 OFF:0.00

RIM:5095.00
DEPTH:7.28

INV IN:5087.82 8" PVC
INV OUT:5087.72 8" PVC

562.46' of 8" PVC @ 0.38%

SSMH33 (4' SSMH)
STA:80+15.84 OFF:0.00

RIM:5095.00
DEPTH:7.90

INV IN:5087.20 8" PVC
INV OUT:5087.10 8" PVC

136.01' of 8" PVC @ 0.38%

SSMH34 (4' SSMH)
STA:81+94.41 OFF:0.00

RIM:5095.00
DEPTH:8.68

INV IN:5086.42 8" PVC
INV OUT:5086.32 8" PVC

178.57' of 8" PVC @ 0.38%
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260.58' of 8" PVC @ 0.38%

SSMH36 (4' SSMH)
STA:91+19.09 OFF:0.00
RIM:5056.01
DEPTH:13.41
INV IN:5042.70 8" PVC
INV OUT:5042.60 8" PVC

SSMH37 (4' SSMH)
STA:93+26.12 OFF:0.00

RIM:5050.81
DEPTH:9.04

INV IN:5041.87 8" PVC
INV OUT:5041.77 8" PVC

207.03' of 8" PVC @ 0.35%

SSMH35 (4' SSMH)
STA:84+54.99 OFF:0.00
RIM:5095.03
DEPTH:9.80
INV IN:5085.33 8" PVC
INV IN:5085.33 8" PVC
INV OUT:5085.23 8" PVC

664.09' of 8" PVC @ 6.40%
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UDOT NOTES:
· ALL CONSTRUCTION WITHIN THE UDOT RIGHT-OF-WAY SHALL CONFORM TO THE MOST CURRENT UDOT STANDARD (INCLUDING

SUPPLEMENTAL) DRAWINGS AND SPECIFICATIONS.
· THE CONTRACTOR IS TO OBTAIN AN ENCROACHMENT PERMIT FROM THE APPLICABLE UDOT REGION PERMIT OFFICE PRIOR TO

COMMENCING WORK WITHIN UDOT RIGHT-OF-WAY. WORKING HOUR LIMITATIONS WILL BE LISTED IN THE LIMITATIONS SECTION OF
THE ENCROACHMENT PERMIT.

· UDOT RESERVES THE RIGHT, AT ITS OPTION, TO INSTALL A RAISED MEDIAN ISLAND OR RESTRICT THE ACCESS TO A RIGHT-IN OR
RIGHT-OUT AT ANY TIME.

· OWNER, DEVELOPER, AND CONTRACTOR ARE RESPONSIBLE FOR ANY DAMAGES DIRECTLY OR INDIRECTLY WITHIN THE UDOT
RIGHT-OF-WAY AS A RESULT OF DEVELOPMENT  ACTIVITIES.

· OWNER, DEVELOPER, AND/OR CONTRACTOR IS REQUIRED TO HIRE AN INDEPENDENT COMPANY FOR ALL TESTING WITHIN THE
UDOT  RIGHT-OF-WAY.

· ALL SIGNS INSTALLED ON THE UDOT RIGHT-OF-WAY MUST BE HIGH INTENSITY GRADE (TYPE XI SHEETING) WITH A B3 SLIP BASE.
INSTALL ALL SIGNS PER UDOT SN SERIES STANDARD DRAWINGS.

· COMPLY WITH THE REQUIREMENTS OF UTAH CODE 17-23-14 (DISTURBED CORNERS - COUNTY SURVEYOR TO BE NOTIFIED -
COORDINATION WITH CERTAIN STATE AGENCIES).

GENERAL NOTES:
· SAW CUT EXISTING EDGE OF ASPHALT AND TACK PER UDOT STANDARDS
· REMOVE EXISTING CENTERLINE STRIPING PER UDOT STANDARDS
· SPEED LIMIT 45 MPH - DESIGN 50 MPH

ASPHALT WIDENING

EXISTING ASPHALT

4:1

EXISTING GROUND

6" ASPHALT
10" UNTREATED BASE
21" GRANULAR BORROW

R40.00

2.0%

4

4'

CHIP SEAL TYPE II WITH EMULSION LMCRS-2 PER UDOT
STANDARD SPECIFICATION 02785 (ESTIMATED
APPLICATION RATE OF 0.45 GAL/SQ YD) IS REQUIRED
FOR THIS ROADWAY ON  ALL NEW PAVEMENT PLACED
WITHIN UDOT RIGHT-OF-WAY
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