




















  


Note:  The previous submittal was approved.  In
looking through this document, it was noted that
the LPG tanks for the Village Nests warrant a
comment.  Please see sheet 1.02.

APPROVED
WEBER FIRE DISTRICT

12/03/2013 2:01:31 PM























  




2

3

5

6

8

9

10

11

12

13

14

15

1

SKI

EASEMENT

S

U

M

M

I

T

 

P

A

S

S

H

E

A

R

T

W

O

O

D

 

D

R

I

V

E





















  


All LPG tank instalations must comply with chapter 61 of the International Fire Code, NFPA 58
and Utah State LPG rules.

LPG tanks installations are subject to the Utah State Fire Marshal's office, and as such a
plan submittal to their office for review and approval is required.
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