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BROWN LIFT STATION

SEE AQUA PLAN 01C203
FOR LIFT STATION SITE

PLAN DETAILS

PROPOSED BUILDING

NOTES:
· SITE SHALL BE SLOPED AWAY FROM BUILDING AND MANHOLE LIDS.
· SEE AQUA PLANS FOR DETAILED SITE DESIGN
· CONTRACTOR TO STABILIZE CUT AND FILL SLOPES AFTER

CONSTRUCTION
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